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SECTION 00001 
SPECIFICATION REVISION MATRIX 

PART 1 - GENERAL  

1.1 SECTION INCLUDES 

A. Matrix showing each Specification Section’s current revision number. 

1.2 PURPOSE 

A. This Specification is to be used in association with the following construction package only: 
 

CERTIFIED FOR CONSTRUCTION 
TARGET UTILITIES 

 
  CONTRACT NO.  00F-1660-2 

 WBS 1.6.6 Target Utilities Bldg 8700 and  
   Bldg 8520 
 

B. The specification matrix below shows each section’s current revision number applicable at 
the time of each construction package issue.  Subsequent revisions to already issued 
sections will not affect existing construction packages already awarded unless specifically 
addressed by Bulletin.  This specification section, 00001 shall be included in all construction 
packages. 

C. The “Applicable Sections” column identifies with an X those sections applying to the 
construction contract identified in Paragraph A above.  Those specification sections 
that are listed below, but DO NOT have an X in the left hand column are not 
applicable, nor part of contract documents associated with the above contract title.  
The three columns under the “SNS Control No.” to the right of the specification title is the 
document control number with the latest revision number of each section.  Letter identified 
revisions have not been awarded to any contractor for construction purposes.  Specifications 
with numbered revisions have been awarded to at least one contractor.  The last column 
indicates the design office identifier with location (if necessary), which is responsible for 
creating and editing the specification section.  This Section 00001 identifies the sections that 
make up each construction contract package and the revision status at the time of contract 
award.  Sections subsequently awarded to another Contractor with a later revision number 
are not applicable to the previous Contract unless directed by a Bulletin.  

 
Applicable Section SNS Control No.  

Sections Number Section Title Doc 
Number Sec No Rev Office 

 Division 0 – CONTRACT INSTRUCTIONS    
X 00000 Design Team 108000000 TS0252 R60 KAT-SFO 
X 00001 Specification Revision Matrix 108000000 TS0251 R60 KAT-SFO 
X 00002 Professional in Responsible Charge 108000000 TS0070 R60 KAT-SFO 
      
 Division 1 – GENERAL REQUIREMENTS     

X General and Supplementary Conditions 108000000 TS0001 R03 Jacobs 



Department of Energy
Spallation Neutron Source

Knight / Jacobs Joint Venture
Oak Ridge, Tennessee

Drawing List

1044
Target Building General Construction

Number REV No.  /  Date TitleSNS DCC Number Status
1.6.1 
106010000M8E87
00A001

0 Target Assemblies Assembly - Shts 1 thru 9 of 911/1/00 CFC

1.6.1 
106010202M8E87
00A002

A Mercury Process System Collection Basin Assembly - Sheets 1&2 of 29/27/01 For Information

1.6.1 
106010202M8E87
00-A004

0 Mercury Process Pump Configuration-Shts 1 thru 5 of 56/27/01 CFC

1.6.1 
106100100-M8E-8
700-A004

1 Target Plug Interface Schematic2/15/01 For Information

1.6.1 
106100100-M8E-8
700-A007-1

2 Target Plug to Tunnel Interface - Sht 1 of 52/15/01 For Information

1.6.1 
106100100-M8E-8
700-A007-2

1 Target Plug to Tunnel Interface - Shts 2 thru 5 of 52/15/01 For Information

1.6.1 Sketch 1 Target Mercury Loop Piping Support Layout-Sketch 17/28/01 For Information
1.6.1 Sketch 2 Target Cart Shielding Layout - Shts 1 thru 3 of 36/28/01 For Information
1.6.2 
106020221-P8E-87
00-F001-R01

1 Installation Plan Facility Arrangement2/15/01 CFC

1.6.2 
106020300-M8E-8
700-A001

Moderator Systems Installation Drawing Target Building2/15/01 For Information

1.6.2 
106020300-M8E-8
700-A002

Moderator Systems Installation Drawing Target Building2/15/01 For Information

1.6.2 
106020300-M8E-8
700-D001

Moderator Systems Installation Drawing Hydrogen Utility Room2/15/01 For Information

1.6.3-1.6.5 
106030101-M8E-8
700-A007

A Inner Reflector Plug Assembly - Shts 1&2 of 211/6/01 For Information
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Number REV No.  /  Date TitleSNS DCC Number Status
1.6.3-1.6.5 
106030101-M8E-8
700-A008

A Lower Inner Reflector Plug - Shts 1 thru 4 of 411/1/01 For Information

1.6.3-1.6.5 
106030101-M8E-8
700-A009

A Intermediate Reflector Plug Assembly12/12/01 For Information

1.6.3-1.6.5 
106030101-M8E-8
700-A010

A Segment A Intermediated Inner Reflector Plug12/12/01 For Information

1.6.3-1.6.5 
106030101-M8E-8
700-A011

1 Segment B Intermediated Inner Reflector Plug12/12/01 For Information

1.6.3-1.6.5 
106030101-M8E-8
700-A012

A Segment C Intermediated Inner Reflector Plug12/12/01 For Information

1.6.3-1.6.5 
106030101-M8E-8
700-A013

A Upper Inner Reflector Plug11/6/01 For Information

1.6.3-1.6.5 
106030102-M8E-8
700-A003

A Lower Outer Plug - Shts 1&2 of 211/4/01 For Information

1.6.3-1.6.5 
106030102-M8E-8
700-A004

A Intermediate Outer Plug11/4/01 For Information

1.6.3-1.6.5 
106030102-M8E-8
700-A005

A Upper Outer Reflector Plug Shts 1&2 of 211/6/01 For Information

1.6.3-1.6.5 
106030103-M8E-8
700-A001

A Overall Assembly Reflector Plugs1/29/01 For Information

1.6.3-1.6.5 
106030103-M8E-8
700-A002

A Top Cap Shielding1/26/01 For Information

1.6.3-1.6.5 
106040100-M8E-8
700-A011

000 Target Systems Core Vessel Installation Phase I1/18/02 CFC

1.6.3-1.6.5 
106040101-M8E-8
700-A004

000 Target Systems Core Vessel Outer Support Cylinder Weldment-Shts 1 thru 9 of 910/1/01 CFC

1.6.3-1.6.5 
106040101-M8E-8
700-A005

000 Target Systems Core Vessel Inner Support Cylinder Weldment-Shts 1&2 of 210/1/01 CFC

1.6.3-1.6.5 
106040105-M8E-8
700-A001

000 Target Systems Core Vessel Lower Shield Center Disk 110/1/01 CFC

1.6.3-1.6.5 
106040105-M8E-8
700-A004

000 Target Systems Core Vessel Lower Shield Ring Assy 110/1/01 CFC
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Number REV No.  /  Date TitleSNS DCC Number Status
1.6.3-1.6.5 
106040106-M8E-8
700-A001

001 Target Systems Core Vessel Outer Vessel Lower Shielding-Shts 1 thru 14 of 141/2/02 CFC

1  
1 6-M8E-8
7

001 Target Systems Core Vessel Lower Shield Locating Plate1/2/02 CFC

1  
1 5-M8E-8
7

Mockup Test Stand Downscaled Layout - Shts 1&2 of 211/14/01 For Information

1  
1 1-M8E-8
7

0 Target Systems Bottom Block Ring Plate Install Phase I-Shts 1-5 of 51/18/02 CFC

1  
1 1-M8E-8
7

A Target Systems Bulk Shield PBW Block 15/25/01 For Information

1  
1 1-M8E-8
7

A Target Systems Bulk Shield PBW Block 25/25/01 For Information

1  
1 1-M8E-8
7

A Target Systems Bulk Shield PBW Block 35/25/01 For Information

1  
1 1-M8E-8
7

A Target Systems Bulk Shield PBW Block 45/25/01 For Information

1  
1 1-M8E-8
7

A Target Systems Bulk Shield PBW Block 55/25/01 For Information

1  
1 1-M8E-8
7

A Target Systems Bulk Shield PBW Block 65/25/01 For Information

1  
1 1-M8E-8
7

A Target Systems Bulk Shield PBW Block 75/25/01 For Information

1  
1 1-M8E-8
7

A Target Systems Bulk Shield PBW Block 85/25/01 For Information

1  
1 1-M8E-8
7

A Target Systems Bulk Shield PBW Block 95/25/01 For Information

1  
1 1-M8E-8
7

A Target Systems Bulk Shield PBW Block 105/25/01 For Information

1  
1 1-M8E-8
7

A Target Systems Bulk Shield PBW Block 11 - Shts 1&2 of 25/25/01 For Information

1  
1 1-M8E-8

A Target Systems Bulk Shield PBW Block 125/25/01 For Information
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.6.3-1.6.5
0604010
00-A003
.6.3-1.6.5
0604040
00-A001
.6.3-1.6.5
0605010
00-A029
.6.3-1.6.5
0605010
00-A101
.6.3-1.6.5
0605010
00-A102
.6.3-1.6.5
0605010
00-A103
.6.3-1.6.5
0605010
00-A104
.6.3-1.6.5
0605010
00-A105
.6.3-1.6.5
0605010
00-A106
.6.3-1.6.5
0605010
00-A107
.6.3-1.6.5
0605010
00-A108
.6.3-1.6.5
0605010
00-A109
.6.3-1.6.5
0605010
00-A110
.6.3-1.6.5
0605010
00-A111
.6.3-1.6.5
0605010
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Number REV No.  /  Date TitleSNS DCC Number Status
700-A112
1.6.3-1.6.5 
106050101-M8E-8
700-A113

A Bulk Shield Flight Tube Support Assembly5/25/01 For Information

1.6.3-1.6.5 
106050101-M8E-8
700-A114

A Bulk Shield Flight Tube Support5/25/01 For Information

1.6.3-1.6.5 
106050101-M8E-8
700-A115

A Bulk Shield PBW Block 15 - Shts 1&2 of 25/25/01 For Information

1.6.3-1.6.5 
106050101-M8E-8
700-A116

A Bulk Shield PBW Block 165/25/01 For Information

1.6.3-1.6.5 
106050101-M8E-8
700-A118

A Target Systems Bulk Shield PBW Assembly5/25/01 For Information

1.6.3-1.6.5 
106050101-M8E-8
700-A119

A Target Systems Bulk Shield Target Block 16/8/01 For Information

1.6.3-1.6.5 
106050101-M8E-8
700-A120

A Target Systems Bulk Shield Target Block 26/8/01 For Information

1.6.3-1.6.5 
106050101-M8E-8
700-A121

A Target Systems Bulk Shield Target Block 36/8/01 For Information

1.6.3-1.6.5 
106050101-M8E-8
700-A122

A Target Systems Bulk Shield Target Block 46/8/01 For Information

1.6.3-1.6.5 
106050101-M8E-8
700-A123

A Target Systems Bulk Shield Target Block 56/8/01 For Information

1.6.3-1.6.5 
106050101-M8E-8
700-A124

A Target Systems Bulk Shield Target Block 66/8/01 For Information

1.6.3-1.6.5 
106050101-M8E-8
700-A125

A Target Systems Bulk Shield Target Block 76/8/01 For Information

1.6.3-1.6.5 
106050101-M8E-8
700-A126

A Target Systems Bulk Shield Target Block 86/8/01 For Information

1.6.3-1.6.5 
106050101-M8E-8
700-A127

A Target Systems Bulk Shield Target Block 96/8/01 For Information

1.6.3-1.6.5 
106050101-M8E-8
700-A128

A Target Systems Bulk Shield Target Block 106/8/01 For Information

1.6.3-1.6.5 A Target Systems Bulk Shield Target Block 116/8/01 For Information
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Number REV No.  /  Date TitleSNS DCC Number Status
106050101-M8E-8
700-A129
1.6.3-1.6.5 
106050101-M8E-8
700-A130

A Target Systems Bulk Shield Target Block 126/8/01 For Information

1.6.3-1.6.5 
106050101-M8E-8
700-A132

A Target Systems Bulk Shield Target Block Assembly-Shts 1&2 of 25/25/01 For Information

1.6.3-1.6.5 
106050101-M8E-8
700-A135

A Target Systems Bulk Shield / PBW Interface - Shts 1&2 of 25/25/01 For Information

1.6.3-1.6.5 
106050204-M8E-8
700-A001

1 Target Systems Target Cart Liner Install Dwg-Shts 1-4 of 48/1/01 CFC

1.6.6 
J8E8520A031

0 Ring Injection Building, Helium/Nitrogen & Vacuum, P&ID1/18/02 106060000-J8E-8520-A031 CFC

1.6.6 
J8E8520A500

0 Ring Injection Building, BDCE System, Plan View1/18/02 108000000-J8E-8520-A500 CFC

1.6.6 
J8E8520A501

0 Ring Injection Building, BDCE System, Sections & Details1/18/02 108000000-J8E-8520-A501 CFC

1.6.6 
J8E8520C500

0 Ring Injection Building, Activated Cooling Water System, Plan View1/18/02 108000000-J8E-8520-C500 CFC

1.6.6 
J8E8520C501

0 Ring Injection Building, Activated Cooling Water System, Sections & Details1/18/02 108000000-J8E-8520-C501 CFC

1.6.6 
J8E8520C502

0 Ring Injection Building, Activated Cooling Water System, Sections & Details1/18/02 108000000-J8E-8520-C502 CFC

1.6.6 
J8E8520C503

0 Ring Injection Building, Activated Cooling Water System, Sections & Details1/18/02 108000000-J8E-8520-C503 CFC

1.6.6 
J8E8520C504

0 Ring Injection Building, Activated Cooling Water System, Sections & Details1/18/02 108000000-J8E-8520-C504 CFC

1.6.6 
J8E8520H500

0 Ring Injection Building, Helium System, Plan View1/18/02 108000000-J8E-8520-H500 CFC

1.6.6 
J8E8520H501

0 Ring Injection Building, Helium System, Sections & Details1/18/02 108000000-J8E-8520-H501 CFC

1.6.6 
J8E8520H510

0 Ring Injection Building, Ring Injection Distribution Panel1/18/02 108000000-J8E-8520-H510 CFC

1.6.6 
J8E8520V500

0 Ring Injection Building, Vacuum System Plan View1/18/02 108000000-J8E-8520-V500 CFC

1.6.6 
J8E8520V501

0 Ring Injection Building, Vacuum System, Sections & Details1/18/02 108000000-J8E-8520-V501 CFC

1.6.6 
J8E8700A020

0 PC&E Hog Systems, RTBT Level, Plan View1/18/02 106060000-J8E-8700-A020 CFC

1.6.6 
J8E8700A025

0 Helium/Nitrogen System - P&ID1/18/02 106060000-J8E-8700-A025 CFC

1.6.6 
J8E8700A026

0 Helium/Nitrogen System - P&ID1/18/02 106060000-J8E-8700-A026 CFC
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Number REV No.  /  Date TitleSNS DCC Number Status
1.6.6 
J8E8700A027

0 Helium/Nitrogen System - P&ID1/18/02 106060000-J8E-8700-A027 CFC

1.6.6 
J8E8700A028

0 Helium/Nitrogen System - P&ID1/18/02 106060000-J8E-8700-A028 CFC

1.6.6 
J8E8700A030

0 PC&E Hog Systems, Flow Schematic1/18/02 106060000-J8E-8700-A030 CFC

1.6.6 
J8E8700A100

0 PC&E Hog Systems, Light Water Station #1, Basement Level - Plan View1/18/02 106060000-J8E-8700-A100 CFC

1.6.6 
J8E8700A101

0 PC&E Hog Systems, Light Water Station #1, Sections & Details1/18/02 106060000-J8E-8700-A101 CFC

1.6.6 
J8E8700A200

0 PC&E Hog Systems, Light Water Station #2, Basement Level Plan View1/18/02 106060000-J8E-8700-A200 CFC

1.6.6 
J8E8700A201

0 PC&E Hog Systems, Light Water Station #2, Basement Level Plan View1/18/02 106060000-J8E-8700-A200 CFC

1.6.6 
J8E8700A300

0 PC&E Hog Systems, Light Water Station #3, Basement Level Plan View1/18/02 106060000-J8E-8700-A300 CFC

1.6.6 
J8E8700A301

0 PC&E Hog Systems, Light Water Station #3, Sections & Details 1/18/02 106060000-J8E-8700-A301 CFC

1.6.6 
J8E8700A302

0 PC&E Hog Systems, Light Water Station #3, Sections & Details 1/18/02 106060000-J8E-8700-A302 CFC

1.6.6 
J8E8700A400

0 PC&E Hog Systems, Heavy Water Station #4, Basement Level - Plan View1/18/02 106060000-J8E-8700-A400 CFC

1.6.6 
J8E8700A401

0 PC&E Hog Systems, Heavy Water Station #4, Sections & Details1/18/02 106060000-J8E-8700-A401 CFC

1.6.6 
J8E8700C020

0 Activated Cooling Water System, Core Vessel Interface1/18/02 106060000-J8E-8700-C020 CFC

1.6.6 
J8E8700C100

0 Activated Cooling Water System, Light Water Station #1, Basement Level - Plan View1/18/02 106060000-J8E-8700-C100 CFC

1.6.6 
J8E8700C101

0 Activated Cooling Water System, Light Water Station #1, Sections & Details 1/18/02 106060000-J8E-8700-C101 CFC

1.6.6 
J8E8700C102

0 Activated Cooling Water System, Light Water Station #1, Sections & Details 1/18/02 106060000-J8E-8700-C102 CFC

1.6.6 
J8E8700C103

0 Activated Cooling Water System, Light Water Station #1, Sections & Details 1/18/02 106060000-J8E-8700-C103 CFC

1.6.6 
J8E8700C200

0 Activated Cooling Water System, Light Water Station #2, Basement Level Plan View1/18/02 106060000-J8E-8700-C200 CFC

1.6.6 
J8E8700C201

0 Activated Cooling Water System, Light Water Station #2, Sections & Details1/18/02 106060000-J8E-8700-C201 CFC

1.6.6 
J8E8700C202

0 Activated Cooling Water System, Light Water Station #2, Sections & Details 1/18/02 106060000-J8E-8700-C202 CFC

1.6.6 
J8E8700C203

0 Activated Cooling Water System, Light Water Station #2, Sections & Details 1/18/02 106060000-J8E-8700-C203 CFC

1.6.6 
J8E8700C220

0 Activated Cooling Water System, Light Water Station #2, Walk-Thru Area - Plan View1/18/02 106060000-J8E-8700-C220 CFC

1.6.6 
J8E8700C221

0 Activated Cooling Water System, Light Water Station #2, Walk-Thru Area - Sections & 
Details

1/18/02 106060000-J8E-8700-C221 CFC
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Number REV No.  /  Date TitleSNS DCC Number Status
1.6.6 
J8E8700C250

0 Activated Cooling Water System, Light Water Station #2, Core Vessel Plan View1/18/02 106060000-J8E-8700-C250 CFC

1.6.6 
J8E8700C251

0 Activated Cooling Water System, Light Water Station #2, Delay Tank/Gls Tank Cavities 
Plan View

1/18/02 106060000-J8E-8700-C251 CFC

1.6.6 
J8E8700C252

0 Activated Cooling Water System, Light Water Station #2, Core Vessel - Elevation1/18/02 106060000-J8E-8700-C252 CFC

1.6.6 
J8E8700C253

0 Activated Cooling Water System, Light Water Station #2, Delay Tank/Gls Tank Cavities 
Elevation

1/18/02 106060000-J8E-8700-C253 CFC

1.6.6 
J8E8700C300

0 Activated Cooling Water System, Light Water Station #3, Basement Level Plan View1/18/02 106060000-J8E-8700-C300 CFC

1.6.6 
J8E8700C301

0 Activated Cooling Water System, Light Water Station #3, Sections & Details1/18/02 106060000-J8E-8700-C301 CFC

1.6.6 
J8E8700C302

0 PC&E Hog System, Light Water Station #3, Sections & Details1/18/02 106060000-J8E-8700-C302 CFC

1.6.6 
J8E8700C303

0 Activated Cooling Water System, Light Water Station #3, Sections & Details1/18/02 106060000-J8E-8700-C303 CFC

1.6.6 
J8E8700C320

0 Activated Cooling Water System, Light Water Station #3, Walk-Thru Area - Plan View1/18/02 106060000-J8E-8700-C320 CFC

1.6.6 
J8E8700C321

0 Activated Cooling Water System, Light Water Station #3, Walk-Thru Area - Sections & 
Details

1/18/02 106060000-J8E-8700-C321 CFC

1.6.6 
J8E8700C350

0 Activated Cooling Water System, Light Water Station #3, Core Vessel - Plan View1/18/02 106060000-J8E-8700-C350 CFC

1.6.6 
J8E8700C351

0 Activated Cooling Water System, Light Water Station #3, Delay Tank/Gls Tank Cavities - 
Plan View

1/18/02 106060000-J8E-8700-C351 CFC

1.6.6 
J8E8700C352

0 Activated Cooling Water System, Light Water Station #3, Core Vessel - Elevation1/18/02 106060000-J8E-8700-C352 CFC

1.6.6 
J8E8700C353

0 Activated Cooling Water System, Light Water Station #3, Delay Tank/Gls Tank Cavities - 
Elevation

1/18/02 106060000-J8E-8700-C353 CFC

1.6.6 
J8E8700C354

0 Activated Cooling Water System, Light Water Station #3, Delay Tank/Gls Tank Cavities - 
Sections

1/18/02 106060000-J8E-8700-C354 CFC

1.6.6 
J8E8700C400

0 Activated Cooling Water System, Heavy Water Station #4, Basement Level Plan View1/18/02 106060000-J8E-8700-C400 CFC

1.6.6 
J8E8700C401

0 Activated Cooling Water System, Heavy Water Station #4, Sections & Details1/18/02 106060000-J8E-8700-C401 CFC

1.6.6 
J8E8700C402

0 Activated Cooling Water System, Heavy Water Station #4, Sections & Details1/18/02 106060000-J8E-8700-C402 CFC

1.6.6 
J8E8700C403

0 Activated Cooling Water System, Heavy Water Station #4, Sections & Details1/18/02 106060000-J8E-8700-C403 CFC

1.6.6 
J8E8700C404

0 Activated Cooling Water System, Heavy Water Station #4, Sections & Details1/18/02 106060000-J8E-8700-C404 CFC

1.6.6 
J8E8700C420

0 Activated Cooling Water System, Heavy Water Station #4, Walk-Thru Area - Plan View1/18/02 106060000-J8E-8700-C420 CFC

1.6.6 
J8E8700C421

0 Activated Cooling Water System, Heavy Water Station #4, Walk-Thru Area - Sections & 
Details

1/18/02 106060000-J8E-8700-C421 CFC

1.6.6 0 Activated Cooling Water System, Heavy Water Station #4, Core Vessel - Plan View1/18/02 106060000-J8E-8700-C450 CFC
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